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{C 000} Initial Comments {C 000}

Report of Follow-up Survey by Dennis Harrell on 
8-18-2016.  
 
Some deficiencies were not corrected.  Further 
action is required.

 

{C 101} Existing Licensed Fac- No less than '71 Rules

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0301 APPLICATION OF 
PHYSICAL PLANT REQUIREMENTS
The physical plant requirements for each adult 
care home shall be applied as follows:
(2)  Except where otherwise specified, existing 
licensed facilities or portions of existing licensed 
facilities shall meet licensure and code 
requirements in effect at the time of construction, 
change in service or bed count, addition, 
renovation, or alteration; however in no case shall 
the requirements for any licensed facility where 
no addition or renovation has been made, be less 
than those requirements found in the 1971 
"Minimum and Desired Standards and 
Regulations" for "Homes for the Aged and Infirm", 
copies of which are available at the Division of 
Health Service Regulation at no cost;

This Rule  is not met as evidenced by:

{C 101}

1. Based on observation the facility does not 
meet building code requirements in effect at the 
time of conversion or alteration for a special care 
unit with a special locking system.
Finding on 06/09/2016:
b. Each staff member responsible for evacuation 
did not have a key to operate the manual override 
system.
Finding on 8-18-2016:
All staff carried keys but one key would not 
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{C 101}Continued From page 1{C 101}

operate the keyed switch.

{C 189} Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10A NCAC 13F .0311 OTHER 
REQUIREMENTS
(a)  The building and all fire safety, electrical, 
mechanical, and plumbing equipment in an adult 
care home shall be maintained in a safe and 
operating condition.
(k)  This Rule shall apply to new and existing 
facilities with the exception of Paragraph (e) 
which shall not apply to existing facilities.

This Rule  is not met as evidenced by:

{C 189}

1.  Based on observation, a corridor door was 
prevented from closing quickly and latching to 
resist the passage of fire and smoke.  Corridor 
doors that do not close completely and latch 
present the possibility that a fire that begins in 
one space can quickly spread to the corridor and 
the remainder of the facility.
Finding includes;
The door to the laundry was equipped with only a 
dead-bolt latch.  Dead-bolts cannot automatically 
latch to contain a fire and smoke.

2.  Based on observation there was a hasp on the 
outside of the door to the laundry.  Latching 
hardware that can only be operated from one side 
of the door, such as hasps, present the possibility 
that someone could be trapped in the room.
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